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SECTION 01 5000 - TEMPORARY FACILITIES AND CONTROLS 

GENERAL 

1.1 RELATED DOCUMENTS 

A. Drawings and general provisions of the Contract, including General and Supplementary 
Conditions and other Division 01 Specification Sections, apply to this Section. 

1.2 SUMMARY 

A. Section includes requirements for temporary utilities, support facilities, and security and protection 
facilities. 

B. Related Requirements: 

1. Section 011000 "Summary" for work restrictions and limitations on utility interruptions. 
2. Section 017300 “Execution” for coordination and safety requirements. 
3. Section 312319 "Dewatering" for disposal of ground water at Project site. 
4. Section 321216 "Asphalt Paving" for construction and maintenance of asphalt pavement 

for temporary roads and paved areas. 
5. Section 321313 "Concrete Paving" for construction and maintenance of cement concrete 

pavement for temporary roads and paved areas. 

1.3 USE CHARGES 

A. General: Installation and removal of and use charges for temporary facilities shall be included in 
the Contract Sum unless otherwise indicated. Allow other entities to use temporary services and 
facilities without cost, including, but not limited to, Owner's construction forces, 
Architect, occupants of Project, testing agencies, and authorities having jurisdiction. 

B. Sewer Service: [���] [
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G. Sewer, Water, and Electric Power Service: Use charges are specified in Section 011200 "Multiple 
Contract Summary." 

1.4 ACTION SUBMITTALS 

A. Site Plan (Logistics Plan): Show support facilities, temporary facilities, temporary signage 
including sign message, utility hookups, staging areas, and parking areas for construction 
personnel.  Update and submit biweekly and with Applications for Payment. 

1.5 INFORMATIONAL SUBMITTALS 

A. Erosion- and Sedimentation-Control Plan: Show compliance with requirements of EPA 
Construction General Permit or authorities having jurisdiction, whichever is more stringent. 

B. Fire-Safety Program: Show compliance with requirements of NFPA 241 and authorities having 
jurisdiction. Indicate Contractor personnel responsible for management of fire-prevention 
program. 

C. Moisture-Protection Plan: Describe procedures and controls for protecting materials and 
construction from water absorption and damage. 

1. Describe delivery, handling, and storage provisions for materials subject to water 
absorption or water damage. 

2. Indicate procedures for discarding water-damaged materials, protocols for mitigating water 
intrusion into completed Work, and replacing water-damaged Work. 

3. Indicate sequencing of work that requires water, such as sprayed fire-resistive materials, 
plastering, and terrazzo grinding, and describe plans for dealing with water from these 
operations. Show procedures for verifying that wet construction has dried sufficiently to 
permit installation of finish materials. 

D. Dust- and HVAC-Control Plan: Submit coordination drawing and narrative that indicates the dust- 
and HVAC-control measures proposed for use, proposed locations, and proposed time frame for 
their operation. Identify further options if proposed measures are later determined to be 
inadequate. Include the following: 

1. Locations of dust-control partitions at each phase of work. 
2. HVAC system isolation schematic drawing. 
3. Location of proposed air-filtration system discharge. 
4. Waste handling procedures. 
5. Other dust-control measures. 

E. Maintenance Records:  For each facility, systems or equipment utilized during the construction 
period, up to the date of Substantial Completion, p
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2. Incorporate requirements from the Northwestern University Risk Management Facility 
Safety Program.  Submit inspection forms required from the Northwestern University Risk 
Management Facility Safety website. 

G. Security Enclosure and Lockup: 

1. Submit the name of the person responsible for locking and securing the construction area 
when the Contractor is not on site. 

1.6 QUALITY ASSURANCE 

A. Electric Service: Comply with NECA, NEMA, and UL standards and regulations for temporary 
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2.2 TEMPORARY FACILITIES 

A. Field Offices, General: Prefabricated or mobile units with serviceable finishes, temperature 
controls, and foundations adequate for normal loading. 

B. Common-Use Field Office: Of sufficient size to accommodate needs of Owner, 
Architect	����������
��	 �������], and construction personnel office activities and to 
accommodate Project meetings specified in other Division 01 Sections. Keep office clean and 
orderly. Furnish and equip offices as follows: 

1. Furniture required for Project-site documents including file cabinets, plan tables, plan 
racks, and bookcases. 

2. Conference room of sufficient size to accommodate meetings of [��] <������	������> 
individuals. Provide electrical power service and 120-V ac duplex receptacles, with no 
fewer than one receptacle on each wall. Furnish room with conference table, chairs, and 
4-foot- (1.2-m-) square tack and marker boards. 

3. Drinking water and private toilet. 
4. Coffee machine and supplies. 
5. Heating and cooling equipment necessary to maintain a uniform indoor temperature of 68 

to 72 deg F (20 to 22 deg C). 
6. Lighting fixtures capable of maintaining average illumination of 20 fc (215 lx) at desk height. 

C. Storage and Fabrication Sheds: Provide sheds sized, furnished, and equipped to accommodate 
materials and equipment for construction operations. 

1. Store combustible materials apart from building. 

2.3 EQUIPMENT 

A. Fire Extinguishers: Portable, UL rated; with class and extinguishing agent as required by locations 
and classes of fire exposures. 

B. HVAC Equipment: Unless Owner authorizes use of permanent HVAC system, provide vented, 
self-contained, liquid-propane-gas or fuel-oil heaters with individual space thermostatic control. 

1. Use of gasoline-burning space heaters, open-flame heaters, or salamander-type heating 
units is prohibited. 

2. Heating Units: Listed and labeled for type of fuel being consumed, by a qualified testing 
agency acceptable to authorities having jurisdiction, and marked for intended location and 
application. 

3. Permanent HVAC System: If Owner authorizes use of permanent HVAC system for 
temporary use during construction, provide filter with MERV of 8 at each return-air grille in 
system and remove at end of construction and clean HVAC system as required in 
Section 017700 "Closeout Procedures". 

C. Air-Filtration Units: Primary and secondary HEPA-filter-equipped portable units with four-stage 
filtration. Provide single switch for emergency shutoff. Configure to run continuously. 
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J. Waste Disposal Facilities: Provide waste-collection containers in sizes adequate to handle waste 
from construction operations. Comply with requirements of authorities having jurisdiction. Comply 
with progress cleaning requirements in Section 017300 "Execution." 

K. Lifts and Hoists: Provide facilities necessary for hoisting materials and personnel. 

1. Truck cranes and similar devices used for hoisting materials are considered "tools and 
equipment" and not temporary facilities. 

L. Temporary Elevator Use: [���	� 	���������	
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M. Existing Elevator Use: Use of Owner's existing elevators will not be permitted. 

N. Temporary Stairs: Until permanent stairs are available, provide temporary stairs where ladders 
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2. Where fire-resistance-rated temporary partitions are indicated or are required by 
authorities having jurisdiction, construct partitions according to the rated assemblies. 

3. Insulate partitions to control noise transmission to occupied areas. 
4. Seal joints and perimeter. Equip partitions with gasketed dustproof doors and security locks 

where openings are required. 
5. Protect air-handling equipment. 
6. Provide walk-off mats at each entrance through temporary partition. 

N. Temporary Fire Protection: Install and maintain temporary fire-protection facilities of types needed 
to protect against reasonably predictable and controllable fire losses. Comply with NFPA 241; 
manage fire-prevention program. 

1. Prohibit smoking in construction areas. 
2. Supervise welding operations, combustion-type temporary heating units, and similar 

sources of fire ignition according to requirements of authorities having jurisdiction. 
3. Develop and supervise an overall fire-prevention and -protection program for personnel at 

Project site. Review needs with local fire departme



NORTHWESTERN UNIVERSITY 
PROJECT NAME ____________   FOR: ___________ 
JOB # ________ ISSUED: 2024.1  
FC#_____________ 

 

TEMPORARY FACILITIES AND CONTROLS 01 5000 - 12 
 Version:  2024.1 


